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Horseshoe Bend Boat & RV Storage       
 
 
 
 
Building Classification S-2 (parking garage)  
2012 Arkansas Building Code 311.3 
 
The driving surface will need to be built to support a minimum of a 50,000lb Fire Apparatus.  
2012 Arkansas Fire Code 503.2.3 
 
Any locked gates will require an electric opening device.  
2012 Arkansas Fire Code 503.6 
 
One or more fire hydrants or other approved water supply will be required on the property.  
2012 Arkansas Fire Code 507.1 
 
A second entrance/exit will be required on property.  
2012 Arkansas Fire Code 503.1.2 
 
The driving surface in front of the 9859 sq ft building cannot be a dead end. It must be an exit or entrance or 
provide a turnaround suitable for fire apparatus. 
2012 Arkansas Fire Code 503.2.5 
 
The turning radius and room at the south end of the 10,752 building may need to be adjusted to allow fire 
apparatus room for maneuverability. 
2012 Arkansas Fire Code 503.2.4  
 
 
 
Marc Trollinger 
Fire Marshal 


